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Clearford ASI Inc. (Haliburton WPCP)
 Attn : Clearford Compliance

 
 566 Arvin Avenue
Stoney Creek, ON
L8E 5P1, Canada

Phone: 519-542-7900
Fax:

 26-October-2021
 

 Date Rec. : 20 October 2021
 LR Report: CA13669-OCT21
 Reference: Project#: OH19-007
 

 Copy: #1
  

 
 
 
 
 CERTIFICATE  OF  ANALYSIS

 Final Report
 
  Analysis 1:

Analysis
Start Date

2:
Analysis

Start Time

3:
Analysis

Completed
Date

4:
Analysis

Completed
Time

5:
DS - Sewage

Effluent (QA/QC)

6:
DS - Raw Sewage
Influent (QA/QC)

Sample Date & Time 18-Oct-21 09:10 18-Oct-21 09:15

Temperature Upon Receipt [°C] --- --- --- --- 5.0 5.0

Field pH [no unit] --- --- --- --- 7.22 ---

Field Temperature [celcius] --- --- --- --- 16.5 ---

Total Suspended Solids [mg/L] 25-Oct-21 09:25 26-Oct-21 10:28 3 152

Phosphorus (total) [mg/L] 21-Oct-21 21:52 25-Oct-21 13:12 0.04 ---

Ammonia+Ammonium (N) [mg/L] 21-Oct-21 17:14 22-Oct-21 12:39 0.05 ---

 
  

 

 
 

 
 __________________________

 Carrie Greenlaw
Project Specialist, 
Environment, Health & Safety
 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St.
 Lakefield - Ontario - KOL 2HO
 Phone: 705-652-2000 FAX: 705-652-6365
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Page 1 of 1
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



Clearford ASI Inc. (Haliburton WPCP)
 Attn : Clearford Compliance

 
 566 Arvin Avenue
Stoney Creek, ON
L8E 5P1, Canada

Phone: 519-542-7900
Fax:

 25-October-2021
 

 Date Rec. : 20 October 2021
 LR Report: CA13672-OCT21
 Reference: Project#: OH19-007
 

 Copy: #1
  

 
 
 
 
 CERTIFICATE  OF  ANALYSIS

 Final Report
 
  Analysis 1:

Analysis
Start Date

2:
Analysis

Start Time

3:
Analysis

Completed
Date

4:
Analysis

Completed
Time

5:
Sewage Effluent

Sample Date & Time 19-Oct-21 08:05

Temperature Upon Receipt [°C] --- --- --- --- 5.0

Field pH [no unit] --- --- --- --- 7.25

Field Temperature [celcius] --- --- --- --- 16.2

Phosphorus (total) [mg/L] 21-Oct-21 21:52 22-Oct-21 14:06 0.04

Ammonia+Ammonium (N) [mg/L] 21-Oct-21 17:14 22-Oct-21 12:41 0.06

Unionized Ammonia [mg/L as N] 21-Oct-21 17:14 22-Oct-21 12:42 < 0.001

Nitrite (as N) [mg/L] 21-Oct-21 18:12 25-Oct-21 13:12 < 0.03

Nitrate (as N) [mg/L] 21-Oct-21 18:12 25-Oct-21 13:12 10.4

Nitrate + Nitrite (as N) [mg/L] 21-Oct-21 18:12 25-Oct-21 13:12 10.4

 
  

 

 
 

 
 __________________________

 Carrie Greenlaw
Project Specialist, 
Environment, Health & Safety
 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St.
 Lakefield - Ontario - KOL 2HO
 Phone: 705-652-2000 FAX: 705-652-6365
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Page 1 of 1
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



Clearford ASI Inc. (Haliburton WPCP)
 Attn : Clearford Compliance

 
 566 Arvin Avenue
Stoney Creek, ON
L8E 5P1, Canada

Phone: 519-542-7900
Fax:

 02-November-2021
 

 Date Rec. : 27 October 2021
 LR Report: CA15860-OCT21
 Reference: Project#: OH19-007
 

 Copy: #1
  

 
 
 
 
 CERTIFICATE  OF  ANALYSIS

 Final Report
 
  Analysis 1:

Analysis
Start Date

2:
Analysis

Start Time

3:
Analysis

Completed
Date

4:
Analysis

Completed
Time

5:
DS - Sewage

Effluent (QA/QC)

6:
DS - Raw Sewage
Influent (QA/QC)

Sample Date & Time 25-Oct-21 09:10 25-Oct-21 09:15

Temperature Upon Receipt [°C] --- --- --- --- 8.0 8.0

Field pH [no unit] --- --- --- --- 7.23 ---

Field Temperature [celcius] --- --- --- --- 15.3 ---

Total Suspended Solids [mg/L] 29-Oct-21 15:46 01-Nov-21 13:24 < 2 192

Phosphorus (total) [mg/L] 27-Oct-21 17:50 01-Nov-21 12:05 0.07 ---

Ammonia+Ammonium (N) [mg/L] 27-Oct-21 21:02 02-Nov-21 13:37 0.11 ---

Unionized Ammonia [mg/L as N] 27-Oct-21 21:02 02-Nov-21 13:37 < 0.001 ---

Nitrite (as N) [mg/L] 27-Oct-21 15:31 29-Oct-21 12:31 0.03 ---

Nitrate (as N) [mg/L] 27-Oct-21 15:31 29-Oct-21 12:31 10.2 ---

Nitrate + Nitrite (as N) [mg/L] 27-Oct-21 15:31 29-Oct-21 12:31 10.2 ---

 
  

 

 
 

 
 __________________________

 Kimberley Didsbury
Project Specialist,
Environment, Health & Safety
 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St.
 Lakefield - Ontario - KOL 2HO
 Phone: 705-652-2000 FAX: 705-652-6365
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Page 1 of 1
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



Clearford ASI Inc. (Haliburton WPCP)
 Attn : Clearford Compliance

 
 566 Arvin Avenue
Stoney Creek, ON
L8E 5P1, Canada

Phone: 519-542-7900
Fax:

 09-November-2021
 

 Date Rec. : 03 November 2021
 LR Report: CA13133-NOV21
 Reference: Project# OH19-007
 

 Copy: #1
  

 
 
 
 
 CERTIFICATE  OF  ANALYSIS

 Final Report
 
  Analysis 1:

Analysis
Start Date

2:
Analysis

Start Time

3:
Analysis

Completed
Date

4:
Analysis

Completed
Time

5:
DS - Sewage

Effluent (QA/QC)

6:
DS - Raw Sewage
Influent (QA/QC)

Sample Date & Time 01-Nov-21 09:40 01-Nov-21 09:55

Temperature Upon Receipt [°C] --- --- --- --- 9.0 9.0

Field pH [no unit] --- --- --- --- 7.22 ---

Field Temperature [celcius] --- --- --- --- 15.3 ---

Total Suspended Solids [mg/L] 08-Nov-21 13:54 09-Nov-21 11:45 4 73

Phosphorus (total) [mg/L] 04-Nov-21 16:41 05-Nov-21 14:23 0.13 ---

Ammonia+Ammonium (N) [mg/L] 04-Nov 21 18:52 08-Nov-21 08:50 < 0.04 ---

 
  

 

 
 

 
 __________________________

 Kimberley Didsbury
Project Specialist,
Environment, Health & Safety
 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St.
 Lakefield - Ontario - KOL 2HO
 Phone: 705-652-2000 FAX: 705-652-6365
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Page 1 of 1
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



Clearford ASI Inc. (Haliburton WPCP)
 Attn : Clearford Compliance

 
 566 Arvin Avenue
Stoney Creek, ON
L8E 5P1, Canada

Phone: 519-542-7900
Fax:

 10-November-2021
 

 Date Rec. : 03 November 2021
 LR Report: CA13125-NOV21
 Reference: Project#: OH-19-007
 

 Copy: #1
  

 
 
 
 
 CERTIFICATE  OF  ANALYSIS

 Final Report
 
  Analysis 1:

Analysis
Start Date

2:
Analysis

Start Time

3:
Analysis

Completed
Date

4:
Analysis

Completed
Time

5:
DS-Raw Sewage

Influent

6:
DS-Sewage

Effluent

Sample Date & Time 02-Nov-21 08:25 02-Nov-21 08:10

Temperature Upon Receipt [°C] --- --- --- --- 9.0 9.0

Field pH [no unit] --- --- --- --- 7.98 7.20

Field Temperature [celcius] --- --- --- --- 14.3 14.8

Carbonaceous Biochemical Oxygen Demand [(CBOD5) mg/L] 04-Nov-21 16:35 09-Nov-21 13:44 107 < 4

Total Suspended Solids [mg/L] 09-Nov-21 14:22 10-Nov-21 10:21 145 3

pH@temp15 [pH Units] 05-Nov-21 15:41 10-Nov-21 08:19 --- 7.32

Phosphorus (total) [mg/L] 04-Nov-21 16:41 05-Nov-21 14:23 2.14 0.11

Total Kjeldahl Nitrogen [as N mg/L] 04-Nov-21 17:54 05-Nov-21 12:54 20.0 0.8

Ammonia+Ammonium (N) [as N mg/L] 04-Nov 21 18:52 09-Nov-21 16:30 16.3 ---

Ammonia+Ammonium (N) [mg/L] 04-Nov 21 18:52 09-Nov-21 13:21 --- 0.04

Unionized Ammonia [mg/L as N] 04-Nov 21 18:52 09-Nov-21 13:22 --- < 0.001

Nitrite (as N) [mg/L] 04-Nov-21 01:36 08-Nov-21 14:19 0.19 < 0.03

Nitrate (as N) [mg/L] 04-Nov-21 01:36 08-Nov-21 14:19 1.12 12.4

Nitrate + Nitrite (as N) [mg/L] 04-Nov-21 01:36 08-Nov-21 14:19 1.31 12.4

E. Coli [cfu/100mL] 03-Nov-21 15:59 05-Nov-21 09:55 --- < 2

 
  

 

 
 

 
 __________________________

 Kimberley Didsbury
Project Specialist,
Environment, Health & Safety
 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St.
 Lakefield - Ontario - KOL 2HO
 Phone: 705-652-2000 FAX: 705-652-6365
 

O
n
Li

n
e
 L

IM
S

 0
0
0
2
7
0
7
2
3
8

Page 1 of 1
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



Clearford ASI Inc. (Haliburton WPCP)
 Attn : Clearford Compliance

 
 566 Arvin Avenue
Stoney Creek, ON
L8E 5P1, Canada

Phone: 519-542-7900
Fax:

 06-December-2021
 

 Date Rec. : 10 November 2021
 LR Report: CA12371-NOV21
 Reference: Project#: OH19-007
 

 Copy: #2
  

 
 
 
 
 CERTIFICATE  OF  ANALYSIS

 Final Report - Revised
 
  Analysis 1:

Analysis
Start Date

2:
Analysis

Start Time

3:
Analysis

Completed
Date

4:
Analysis

Completed
Time

5:
DS - Sewage

Effluent (QA/QC)

6:
DS - Raw Sewage
Influent (QA/QC)

Sample Date & Time 08-Nov-21 12:58 08-Nov-21 13:05

Temperature Upon Receipt [°C] --- --- --- --- 6.0 6.0

Field pH [no unit] --- --- --- --- 7.29 ---

Field Temperature [celcius] --- --- --- --- 15.2 ---

Total Suspended Solids [mg/L] 15-Nov-21 13:43 16-Nov-21 11:25 4 147

Phosphorus (total) [mg/L] 10-Nov-21 15:53 12-Nov-21 14:31 0.07 ---

Ammonia+Ammonium (N) [mg/L] 11-Nov-21 22:13 12-Nov-21 09:28 < 0.04 ---

 
  

 

 
 

 
 __________________________

 Kimberley Didsbury
Project Specialist,
Environment, Health & Safety
 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St.
 Lakefield - Ontario - KOL 2HO
 Phone: 705-652-2000 FAX: 705-652-6365
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Page 1 of 1
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



Clearford ASI Inc. (Haliburton WPCP)
 Attn : Clearford Compliance

 
 566 Arvin Avenue
Stoney Creek, ON
L8E 5P1, Canada

Phone: 519-542-7900
Fax:

 16-November-2021
 

 Date Rec. : 10 November 2021
 LR Report: CA12372-NOV21
 Reference: Project#: OH19-007
 

 Copy: #1
  

 
 
 
 
 CERTIFICATE  OF  ANALYSIS

 Final Report
 
  Analysis 1:

Analysis
Start Date

2:
Analysis

Start Time

3:
Analysis

Completed
Date

4:
Analysis

Completed
Time

5:
Sewage Effluent

Sample Date & Time 09-Nov-21 11:00

Temperature Upon Receipt [°C] --- --- --- --- 5.0

Field pH [no unit] --- --- --- --- 7.18

Field Temperature [celcius] --- --- --- --- 14.1

Phosphorus (total) [mg/L] 10-Nov-21 15:53 12-Nov-21 14:32 0.06

Unionized Ammonia [mg/L as N] 11-Nov-21 22:13 12-Nov-21 09:28 < 0.001

Ammonia+Ammonium (N) [mg/L] 11-Nov-21 22:13 12-Nov-21 09:28 < 0.04

Nitrite (as N) [mg/L] 13-Nov-21 11:51 16-Nov-21 13:46 < 0.03

Nitrate (as N) [mg/L] 13-Nov-21 11:51 16-Nov-21 13:46 10.0

Nitrate + Nitrite (as N) [mg/L] 13-Nov-21 11:51 16-Nov-21 13:46 10.0

 
  

 

 
 

 
 __________________________

 Kimberley Didsbury
Project Specialist,
Environment, Health & Safety
 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St.
 Lakefield - Ontario - KOL 2HO
 Phone: 705-652-2000 FAX: 705-652-6365
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Page 1 of 1
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



Clearford ASI Inc. (Haliburton WPCP)
 Attn : Clearford Compliance

 
 566 Arvin Avenue
Stoney Creek, ON
L8E 5P1, Canada

Phone: 519-542-7900
Fax:

 19-November-2021
 

 Date Rec. : 17 November 2021
 LR Report: CA13643-NOV21
 Reference: Project: OH19-007
 

 Copy: #1
  

 
 
 
 
 CERTIFICATE  OF  ANALYSIS

 Final Report
 
  Analysis 1:

Analysis
Start Date

2:
Analysis

Start Time

3:
Analysis

Completed
Date

4:
Analysis

Completed
Time

5:
DW - Sewage

Effluent (QA/QC)

6:
DW - Raw Sewage
Influent (QA/QC)

Sample Date & Time 15-Nov-21 08:55 15-Nov-21 09:05

Temperature Upon Receipt [°C] --- --- --- --- 5.0 5.0

Field pH [no unit] --- --- --- --- 7.26 ---

Field Temperature [celcius] --- --- --- --- 13.9 ---

Total Suspended Solids [mg/L] 18-Nov-21 07:43 19-Nov-21 10:33 4 182

Phosphorus (total) [mg/L] 17-Nov-21 16:29 18-Nov-21 12:36 0.04 ---

Ammonia+Ammonium (N) [mg/L] 17-Nov-21 21:28 18-Nov-21 10:40 < 0.04 ---

 
  

 

 
 

 
 __________________________

 Kimberley Didsbury
Project Specialist,
Environment, Health & Safety
 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St.
 Lakefield - Ontario - KOL 2HO
 Phone: 705-652-2000 FAX: 705-652-6365
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Page 1 of 1
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



Clearford ASI Inc. (Haliburton WPCP)
 Attn : Clearford Compliance

 
 566 Arvin Avenue
Stoney Creek, ON
L8E 5P1, Canada

Phone: 519-542-7900
Fax:

 24-November-2021
 

 Date Rec. : 17 November 2021
 LR Report: CA13645-NOV21
 Reference: Project: OH19-007
 

 Copy: #1
  

 
 
 
 
 CERTIFICATE  OF  ANALYSIS

 Final Report
 
  Analysis 1:

Analysis
Start Date

2:
Analysis

Start Time

3:
Analysis

Completed
Date

4:
Analysis

Completed
Time

5:
Sewage Effluent

Sample Date & Time 16-Nov-21 08:20

Temperature Upon Receipt [°C] --- --- --- --- 5.0

Field pH [no unit] --- --- --- --- 7.21

Field Temperature [celcius] --- --- --- --- 13.8

Phosphorus (total) [mg/L] 17-Nov-21 16:29 23-Nov-21 12:03 0.05

Ammonia+Ammonium (N) [mg/L] 17-Nov-21 21:28 18-Nov-21 10:40 < 0.04

Unionized Ammonia [mg/L as N] 17-Nov-21 21:28 18-Nov-21 10:40 < 0.001

Nitrite (as N) [mg/L] 18-Nov-21 16:44 23-Nov-21 16:05 < 0.03

Nitrate (as N) [mg/L] 18-Nov-21 16:44 23-Nov-21 16:05 9.29

Nitrate + Nitrite (as N) [mg/L] 18-Nov-21 16:44 23-Nov-21 16:05 9.29

 
  

 

 
 

 
 __________________________

 Kimberley Didsbury
Project Specialist,
Environment, Health & Safety
 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St.
 Lakefield - Ontario - KOL 2HO
 Phone: 705-652-2000 FAX: 705-652-6365
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Page 1 of 1
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



Clearford ASI Inc. (Haliburton WPCP)
 Attn : Clearford Compliance

 
 566 Arvin Avenue
Stoney Creek, ON
L8E 5P1, Canada

Phone: 519-542-7900
Fax:

 26-November-2021
 

 Date Rec. : 24 November 2021
 LR Report: CA13832-NOV21
 Reference: Project#: OH19-007
 

 Copy: #1
  

 
 
 
 
 CERTIFICATE  OF  ANALYSIS

 Final Report
 
  Analysis 1:

Analysis
Start Date

2:
Analysis

Start Time

3:
Analysis

Completed
Date

4:
Analysis

Completed
Time

5:
DS - Sewage

Effluent (QA/QC)

6:
DS - Raw Sewage
Influent (QA/QC)

Sample Date & Time 22-Nov-21 07:55 22-Nov-21 07:45

Temperature Upon Receipt [°C] --- --- --- --- 6.0 6.0

Field pH [no unit] --- --- --- --- 7.22 ---

Field Temperature [celcius] --- --- --- --- 13.7 ---

Total Suspended Solids [mg/L] 25-Nov-21 14:56 26-Nov-21 13:53 3 194

Phosphorus (total) [mg/L] 24-Nov-21 17:13 26-Nov-21 12:06 0.04 ---

Ammonia+Ammonium (N) [mg/L] 25-Nov-21 17:40 26-Nov-21 13:12 0.05 ---

 
  

 

 
 

 
 __________________________

 Carrie Greenlaw
Project Specialist, 
Environment, Health & Safety
 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St.
 Lakefield - Ontario - KOL 2HO
 Phone: 705-652-2000 FAX: 705-652-6365
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Page 1 of 1
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



Clearford ASI Inc. (Haliburton WPCP)
 Attn : Clearford Compliance

 
 566 Arvin Avenue
Stoney Creek, ON
L8E 5P1, Canada

Phone: 519-542-7900
Fax:

 29-November-2021
 

 Date Rec. : 24 November 2021
 LR Report: CA13830-NOV21
 Reference: Project#: OH19-007
 

 Copy: #1
  

 
 
 
 
 CERTIFICATE  OF  ANALYSIS

 Final Report
 
  Analysis 1:

Analysis
Start Date

2:
Analysis

Start Time

3:
Analysis

Completed
Date

4:
Analysis

Completed
Time

5:
Sewage Effluent

Sample Date & Time 23-Nov-21 08:20

Temperature Upon Receipt [°C] --- --- --- --- 6.0

Field pH [no unit] --- --- --- --- 7.19

Field Temperature [celcius] --- --- --- --- 12.5

Phosphorus (total) [mg/L] 24-Nov-21 17:13 26-Nov-21 12:06 0.03

Ammonia+Ammonium (N) [mg/L] 24-Nov-21 17:45 26-Nov-21 13:11 < 0.04

Unionized Ammonia [mg/L as N] 24-Nov-21 17:45 26-Nov-21 13:12 < 0.001

Nitrite (as N) [mg/L] 25-Nov-21 15:09 29-Nov-21 11:55 < 0.03

Nitrate (as N) [mg/L] 25-Nov-21 15:09 29-Nov-21 11:55 11.0

Nitrate + Nitrite (as N) [mg/L] 25-Nov-21 15:09 29-Nov-21 11:55 11.0

 
  

 

 
 

 
 __________________________

 Kimberley Didsbury
Project Specialist,
Environment, Health & Safety
 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St.
 Lakefield - Ontario - KOL 2HO
 Phone: 705-652-2000 FAX: 705-652-6365
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Page 1 of 1
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



Clearford ASI Inc. (Haliburton WPCP)
 Attn : Clearford Compliance

 
 566 Arvin Avenue
Stoney Creek, ON
L8E 5P1, Canada

Phone: 519-542-7900
Fax:

 03-December-2021
 

 Date Rec. : 01 December 2021
 LR Report: CA14013-DEC21
 Reference: Project#: OH19-007
 

 Copy: #1
  

 
 
 
 
 CERTIFICATE  OF  ANALYSIS

 Final Report
 
  Analysis 1:

Analysis
Start Date

2:
Analysis

Start Time

3:
Analysis

Completed
Date

4:
Analysis

Completed
Time

5:
DS - Sewage

Effluent (QA/QC)

6:
DS - Raw Sewage
Influent (QA/QC)

Sample Date & Time 29-Nov-21 07:23 29-Nov-21 07:30

Temperature Upon Receipt [°C] --- --- --- --- 1.0 1.0

Field pH [no unit] --- --- --- --- 7.29 ---

Field Temperature [celcius] --- --- --- --- 12.0 ---

Total Suspended Solids [mg/L] 02-Dec-21 11:05 03-Dec-21 12:07 < 2 159

Phosphorus (total) [mg/L] 02-Dec-21 15:43 03-Dec-21 12:02 < 0.03 2.18

Ammonia+Ammonium (N) [mg/L] 02-Dec-21 17:25 03-Dec-21 13:23 0.04 ---

 
  

 

 
 

 
 __________________________

 Kimberley Didsbury
Project Specialist,
Environment, Health & Safety
 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St.
 Lakefield - Ontario - KOL 2HO
 Phone: 705-652-2000 FAX: 705-652-6365
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Page 1 of 1
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



Clearford ASI Inc. (Haliburton WPCP)
 Attn : Clearford Compliance

 
 566 Arvin Avenue
Stoney Creek, ON
L8E 5P1, Canada

Phone: 519-542-7900
Fax:

 08-December-2021
 

 Date Rec. : 01 December 2021
 LR Report: CA13053-DEC21
 Reference: Project#: OH19-007
 

 Copy: #1
  

 
 
 
 
 CERTIFICATE  OF  ANALYSIS

 Final Report
 
  Analysis 1:

Analysis
Start Date

2:
Analysis Start

Time

3:
Analysis

Completed Date

4:
Analysis

Completed
Time

5:
Sewage Effluent

Sample Date & Time 30-Nov-21 08:15

Temperature Upon Receipt [°C] --- --- --- --- 1.0

Field pH [no unit] --- --- --- --- 7.21

Field Temperature [celcius] --- --- --- --- 11.5

Phosphorus (total) [mg/L] 02-Dec-21 15:43 03-Dec-21 11:56 < 0.03

Unionized Ammonia [mg/L as N] 02-Dec-21 17:25 03-Dec-21 13:10 < 0.001

Ammonia+Ammonium (N) [mg/L] 02-Dec-21 17:25 03-Dec-21 13:09 < 0.04

Nitrite (as N) [mg/L] 01-Dec-21 21:34 07-Dec-21 15:05 < 0.03

Nitrate (as N) [mg/L] 01-Dec-21 21:34 07-Dec-21 15:05 10.0

Nitrate + Nitrite (as N) [mg/L] 01-Dec-21 21:34 07-Dec-21 15:05 10.0

 
  

 

 
 

 
 __________________________

 Kimberley Didsbury
Project Specialist,
Environment, Health & Safety
 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St.
 Lakefield - Ontario - KOL 2HO
 Phone: 705-652-2000 FAX: 705-652-6365
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Page 1 of 1
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



Clearford ASI Inc. (Haliburton WPCP)
 Attn : Clearford Compliance

 
 566 Arvin Avenue
Stoney Creek, ON
L8E 5P1, Canada

Phone: 519-542-7900
Fax:

 14-December-2021
 

 Date Rec. : 08 December 2021
 LR Report: CA13296-DEC21
 Reference: Project#: OH19-007
 

 Copy: #1
  

 
 
 
 
 CERTIFICATE  OF  ANALYSIS

 Final Report
 
  Analysis 1:

Analysis
Start Date

2:
Analysis Start

Time

3:
Analysis

Completed Date

4:
Analysis

Completed
Time

5:
DS - Sewage

Effluent (QA/QC)

6:
DS - Raw Sewage
Influent (QA/QC)

Sample Date & Time 06-Dec-21 08:30 06-Dec-21 08:35

Temperature Upon Receipt [°C] --- --- --- --- 6.0 6.0

Field pH [no unit] --- --- --- --- 7.13 ---

Field Temperature [celcius] --- --- --- --- 11.6 ---

Total Suspended Solids [mg/L] 09-Dec-21 19:29 13-Dec-21 13:29 2 170

Phosphorus (total) [mg/L] 08-Dec-21 17:49 10-Dec-21 15:59 0.04 2.24

Ammonia+Ammonium (N) [mg/L] 08-Dec-21 18:20 09-Dec-21 12:47 < 0.04 ---

 
  

 

 
 

 
 __________________________

 Kimberley Didsbury
Project Specialist,
Environment, Health & Safety
 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St.
 Lakefield - Ontario - KOL 2HO
 Phone: 705-652-2000 FAX: 705-652-6365
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Page 1 of 1
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



Clearford ASI Inc. (Haliburton WPCP)
 Attn : Clearford Compliance

 
 566 Arvin Avenue
Stoney Creek, ON
L8E 5P1, Canada

Phone: 519-542-7900
Fax:

 14-December-2021
 

 Date Rec. : 08 December 2021
 LR Report: CA13301-DEC21
 Reference: Project#: OH19-007
 

 Copy: #1
  

 
 
 
 
 CERTIFICATE  OF  ANALYSIS

 Final Report
 
  Analysis 1:

Analysis
Start Date

2:
Analysis Start

Time

3:
Analysis

Completed
Date

4:
Analysis

Completed
Time

5:
DS-Raw Sewage

Influent

6:
DS-Sewage

Effluent

Sample Date & Time 07-Dec-21 07:45 07-Dec-21 07:30

Temperature Upon Receipt [°C] --- --- --- --- 6.0 6.0

Field pH [no unit] --- --- --- --- 7.99 7.19

Field Temperature [celcius] --- --- --- --- 11.4 11.6

Carbonaceous Biochemical Oxygen Demand [(CBOD5) mg/L] 09-Dec-21 17:08 14-Dec-21 14:23 85 < 4

Total Suspended Solids [mg/L] 09-Dec-21 10:37 10-Dec-21 11:29 152 2

pH@temp15 [pH Units] 13-Dec-21 10:40 14-Dec-21 08:20 --- 7.37

Phosphorus (total) [mg/L] 08-Dec-21 17:49 10-Dec-21 09:26 2.04 0.04

Total Kjeldahl Nitrogen [as N mg/L] 08-Dec-21 18:18 10-Dec-21 13:54 19.6 0.6

Ammonia+Ammonium (N) [mg/L] 08-Dec-21 18:20 09-Dec-21 12:49 15.2 0.05

Unionized Ammonia @temp15 [mg/L as N] 13-Dec-21 10:40 14-Dec-21 08:21 --- < 0.001

Nitrite (as N) [mg/L] 09-Dec-21 09:02 13-Dec-21 09:26 < 0.03 < 0.03

Nitrate (as N) [mg/L] 09-Dec-21 09:02 13-Dec-21 09:26 < 0.06 9.12

Nitrate + Nitrite (as N) [mg/L] 09-Dec-21 09:02 13-Dec-21 09:26 < 0.06 9.12

E. Coli [cfu/100mL] 08-Dec-21 17:15 10-Dec-21 09:33 --- < 2

 
  

 

 
 

 
 __________________________

 Kimberley Didsbury
Project Specialist,
Environment, Health & Safety
 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St.
 Lakefield - Ontario - KOL 2HO
 Phone: 705-652-2000 FAX: 705-652-6365
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Page 1 of 1
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



Clearford ASI Inc. (Haliburton WPCP)
 Attn : Clearford Compliance

 
 566 Arvin Avenue
Stoney Creek, ON
L8E 5P1, Canada

Phone: 519-542-7900
Fax:

 23-December-2021
 

 Date Rec. : 16 December 2021
 LR Report: CA13697-DEC21
 Reference: Project#: OH19-007
 

 Copy: #2
  

 
 
 
 
 CERTIFICATE  OF  ANALYSIS

 Final Report - Revised
 
  Analysis 1:

Analysis
Start Date

2:
Analysis

Start Time

3:
Analysis

Completed
Date

4:
Analysis

Completed
Time

5:
DS - Sewage

Effluent (QA/QC)

6:
DS - Raw Sewage
Influent (QA/QC)

Sample Date & Time 13-Dec-21 10:35 13-Dec-21 10:49

Temperature Upon Receipt [°C] --- --- --- --- 4.0 4.0

Field pH [no unit] --- --- --- --- 7.38 ---

Field Temperature [celcius] --- --- --- --- 11.0 ---

Total Suspended Solids [mg/L] 20-Dec-21 13:41 22-Dec-21 10:44 108 2

Phosphorus (total) [mg/L] 17-Dec-21 17:16 21-Dec-21 13:21 1.88 0.04

Ammonia+Ammonium (N) [mg/L] 17-Dec-21 09:26 20-Dec-21 10:37 11.8 ---

 
  

 

 
 

 
 __________________________

 Kimberley Didsbury
Project Specialist,
Environment, Health & Safety
 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St.
 Lakefield - Ontario - KOL 2HO
 Phone: 705-652-2000 FAX: 705-652-6365
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Page 1 of 1
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.









 

 

APPENDIX D.  
FLOWMETER CALIBRATION REPORTS 

  



FIT-182

Report No.: ASI 2021 FIT-182

Date:

SITE: SERVICE DATE:

PROCESS AREA:

INSTR. TAG: TECHNICIAN:

MANUFACTURER:

MODEL: JOB REFERENCE:

SERIAL No.:

INSTR. RANGE:

 

   Input (Test) Output (Signal) (Process)

   Type: 55XC4310A Type or EGU: mA m3/hr

   Min: 0.00 Min: 4.00 0.00

   Max: 341.78 Max: 20.00 208.33

Meter Size (inch) 6

Range Unit m3/hr

Cal. Factor 609.54000

Before Calibration After Calibration

Input (Y pos) Input % Calc. O/P Output %Error Output

0 0.00% 4.00 3.99 -0.05% 3.99

85 24.87% 7.98 7.92 -1.49% 7.92

171 50.03% 12.01 11.94 -0.81% 11.94

256 74.90% 15.98 15.92 -0.54% 15.92

342 100.06% 20.01 19.96 -0.31% 19.96

      

     

 

Calibration Equipment

Type:

Manufacturer:

Model:

Serial No.:

Last Cal. Date:

Comments:

F & P

55XC4130A

Simulator

-0.05%

-1.49%

-0.81%

-0.54%

CALIBRATION REPORT

57266

Haliburton WPCP

F & P

50XM13BXAD

RAS

FIT-182

9409b2060

10m/s

Nov. 5, 2020

Multimeter

Fluke

87 V

13440128

Mar. 12, 2021

Nov. 29, 2021

Nov. 29, 2021

ASI 2021

%Error

-0.31%

 

 

5895075 m3 as found

Mag meter total jumped to 5885888 m3 on power reset when returned to service.

M Manley



FIT-132

Report No.: ASI 2021 FIT-132

Date:

SITE: SERVICE DATE:

PROCESS AREA:

INSTR. TAG: TECHNICIAN:

MANUFACTURER:

MODEL: JOB REFERENCE:

SERIAL No.:

INSTR. RANGE:

 

   Input (Test) Output (Signal) (Process)

   Type: 55XC4310A Type or EGU: mA m3/hr

   Min: 0.00 Min: 4.00 0.00

   Max: 546.86 Max: 20.00 333.33

Meter Size (inch) 6

Range Unit m3/hr

Cal. Factor 609.54000

Before Calibration After Calibration

Input (Y pos) Input % Calc. O/P Output %Error Output

0 0.00% 4.00 3.97 -0.15% 3.97

137 25.05% 8.01 8.01 0.04% 8.01

273 49.92% 11.99 11.98 -0.09% 11.98

410 74.97% 16.00 15.96 -0.30% 15.96

547 100.03% 20.00 20.00 -0.03% 20.00

      

     

 

Calibration Equipment

Type:

Manufacturer:

Model:

Serial No.:

Last Cal. Date:

Comments:

F & P

55XC4130A

Simulator

-0.15%

0.04%

-0.09%

-0.30%

CALIBRATION REPORT

57266

Haliburton WPCP

F & P

50XM13BXAD

Raw

FIT-132

9409b2060

10m/s

Nov. 5, 2020

Multimeter

Fluke

87 V

13440128

Mar. 12, 2021

Nov. 29, 21

Nov. 29, 21

ASI 2021

%Error

-0.03%

 

 

8052973 m3

M Manley



 

 

APPENDIX E.  
BIOSOILDS LABORATORY 
ANALYTICAL CERTIFICATES 

  



Clearford ASI Inc. (Haliburton WPCP-Sludge)
 Attn : Clearford Compliance

 
 566 Arvin Avenue
Stoney Creek, ON
L8E 5P1, Canada

Phone: 519-542-7900
Fax:

 18-January-2021
 

 Date Rec. : 06 January 2021
 LR Report: CA13137-JAN21
 Reference: Project#: OH19-007
 

 Copy: #1
  

 
 
 
 
 CERTIFICATE  OF  ANALYSIS

 Final Report
 
  Analysis 1:

Analysis
Start Date

2:
Analysis

Start Time

3:
Analysis

Completed
Date

4:
Analysis

Completed
Time

5:
DS - Liquid

Sludge

Sample Date & Time 05-Jan-21 08:30

Temperature Upon Receipt [°C] --- --- --- --- 8.0

Total Solids [mg/L] 06-Jan-21 20:23 08-Jan-21 10:26 24500

Total Kjeldahl Nitrogen [as N mg/L] 08-Jan-21 09:05 12-Jan-21 10:26 1450

Ammonia+Ammonium (N) [as N mg/L] 08-Jan-21 13:50 11-Jan-21 11:52 15.5

Nitrite (as N) [mg/L] 08-Jan-21 19:37 15-Jan-21 17:25 0.2

Nitrate (as N) [mg/L] 08-Jan-21 19:37 15-Jan-21 17:25 0.6

Nitrate + Nitrite (as N) [mg/L] 08-Jan-21 19:37 15-Jan-21 17:25 0.8

Aluminum [mg/L] 12-Jan-21 14:50 13-Jan-21 10:16 1100

Arsenic [mg/L] 12-Jan-21 14:50 13-Jan-21 10:16 < 0.1

Cadmium [mg/L] 12-Jan-21 14:50 13-Jan-21 10:16 0.014

Cobalt [mg/L] 12-Jan-21 14:50 13-Jan-21 10:16 0.04

Chromium [mg/L] 12-Jan-21 14:50 13-Jan-21 10:16 0.28

Copper [mg/L] 12-Jan-21 14:50 13-Jan-21 10:16 28

Mercury [mg/L] 12-Jan-21 14:50 13-Jan-21 10:16 0.088

Potassium [mg/L] 12-Jan-21 14:50 13-Jan-21 10:16 130

Molybdenum [mg/L] 12-Jan-21 14:50 13-Jan-21 10:16 0.17

Nickel [mg/L] 12-Jan-21 14:50 13-Jan-21 10:16 0.24

Phosphorus (Total) [mg/L] 12-Jan-21 14:50 13-Jan-21 10:16 640

Lead [mg/L] 12-Jan-21 14:50 13-Jan-21 10:16 0.3

Selenium [mg/L] 12-Jan-21 14:50 13-Jan-21 10:16 < 0.1

Zinc [mg/L] 12-Jan-21 14:50 13-Jan-21 10:16 9

E. Coli [cfu/1g dried wgt] --- --- --- --- 126531

E. Coli [cfu/100mL] 06-Jan-21 16:55 08-Jan-21 10:04 310000

 
  

 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St.
 Lakefield - Ontario - KOL 2HO
 Phone: 705-652-2000 FAX: 705-652-6365
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Page 1 of 2
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



 
 

 
 __________________________

 Kimberley Didsbury
Project Specialist,
Environment, Health & Safety
 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St. LR Report : CA13137-JAN21

 Lakefield - Ontario - KOL 2HO
 Phone: 705-652-2000 FAX: 705-652-6365
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Page 2 of 2
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



Clearford ASI Inc. (Haliburton WPCP-Sludge)
 Attn : Clearford Compliance

 
 566 Arvin Avenue
Stoney Creek, ON
L8E 5P1, Canada

Phone: 519-542-7900
Fax:

 12-February-2021
 

 Date Rec. : 03 February 2021
 LR Report: CA12634-FEB21
 Reference: Project#: OH19-007
 

 Copy: #1
  

 
 
 
 
 CERTIFICATE  OF  ANALYSIS

 Final Report
 
  Analysis 1:

Analysis
Start Date

2:
Analysis

Start Time

3:
Analysis

Completed
Date

4:
Analysis

Completed
Time

5:
DS-Liquid Sludge

Sample Date & Time 02-Feb-21 08:15

Temperature Upon Receipt [°C] --- --- --- --- 2.0

Total Solids [mg/L] 03-Feb-21 20:10 05-Feb-21 10:30 28400

Total Kjeldahl Nitrogen [as N mg/L] 04-Feb-21 06:46 05-Feb-21 14:39 1590

Ammonia+Ammonium (N) [as N mg/L] 04-Feb-21 07:41 05-Feb-21 14:06 11.6

Nitrite (as N) [mg/L] 04-Feb-21 23:23 11-Feb-21 20:28 2.6

Nitrate (as N) [mg/L] 04-Feb-21 23:23 11-Feb-21 20:28 76

Nitrate + Nitrite (as N) [mg/L] 04-Feb-21 23:23 11-Feb-21 20:28 79

Aluminum [mg/L] 05-Feb-21 14:30 08-Feb-21 11:14 1240

Arsenic [mg/L] 05-Feb-21 14:30 08-Feb-21 11:14 < 0.1

Cadmium [mg/L] 05-Feb-21 14:30 08-Feb-21 11:14 0.018

Cobalt [mg/L] 05-Feb-21 14:30 08-Feb-21 11:14 0.16

Chromium [mg/L] 05-Feb-21 14:30 08-Feb-21 11:14 0.38

Copper [mg/L] 05-Feb-21 14:30 08-Feb-21 11:14 38

Mercury [mg/L] 05-Feb-21 14:30 08-Feb-21 11:14 0.095

Potassium [mg/L] 05-Feb-21 14:30 08-Feb-21 11:14 137

Molybdenum [mg/L] 05-Feb-21 14:30 08-Feb-21 11:14 0.18

Nickel [mg/L] 05-Feb-21 14:30 08-Feb-21 11:14 0.28

Phosphorus (Total) [mg/L] 05-Feb-21 14:30 08-Feb-21 11:14 686

Lead [mg/L] 05-Feb-21 14:30 08-Feb-21 11:14 0.3

Selenium [mg/L] 05-Feb-21 14:30 08-Feb-21 11:14 < 0.1

Zinc [mg/L] 05-Feb-21 14:30 08-Feb-21 11:14 11

E. Coli [cfu/1g dried wgt] --- --- --- --- 16549

E. Coli [cfu/100mL] 03-Feb-21 17:01 05-Feb-21 09:47 47000

 
  

 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St.
 Lakefield - Ontario - KOL 2HO
 Phone: 705-652-2000 FAX: 705-652-6365
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Page 1 of 2
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



 
 

 
 __________________________

 Kimberley Didsbury
Project Specialist,
Environment, Health & Safety
 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St. LR Report : CA12634-FEB21

 Lakefield - Ontario - KOL 2HO
 Phone: 705-652-2000 FAX: 705-652-6365
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Page 2 of 2
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



Clearford ASI Inc. (Haliburton WPCP-Sludge)
 Attn : Clearford Compliance

 
 566 Arvin Avenue
Stoney Creek, ON
L8E 5P1, Canada

Phone: 519-542-7900
Fax:

 11-March-2021
 

 Date Rec. : 03 March 2021
 LR Report: CA12075-MAR21
 Reference: Project#: OH19-007
 

 Copy: #1
  

 
 
 
 
 CERTIFICATE  OF  ANALYSIS

 Final Report
 
  Analysis 1:

Analysis
Start Date

2:
Analysis

Start Time

3:
Analysis

Completed
Date

4:
Analysis

Completed
Time

5:
DS-Liquid Sludge

Sample Date & Time 02-Mar-21 11:00

Temperature Upon Receipt [°C] --- --- --- --- 6.0

Total Solids [mg/L] 03-Mar-21 19:20 05-Mar-21 10:23 22600

Total Kjeldahl Nitrogen [as N mg/L] 04-Mar-21 08:40 08-Mar-21 11:35 1610

Ammonia+Ammonium (N) [as N mg/L] 04-Mar-21 07:25 05-Mar-21 10:32 30.5

Nitrite (as N) [mg/L] 05-Mar-21 00:03 10-Mar-21 09:20 11

Nitrate (as N) [mg/L] 05-Mar-21 00:03 10-Mar-21 09:20 180

Nitrate + Nitrite (as N) [mg/L] 05-Mar-21 00:03 10-Mar-21 09:20 190

Aluminum [mg/L] 09-Mar-21 16:25 10-Mar-21 11:15 1200

Arsenic [mg/L] 09-Mar-21 16:25 10-Mar-21 11:15 < 0.1

Cadmium [mg/L] 09-Mar-21 16:25 10-Mar-21 11:15 0.016

Cobalt [mg/L] 09-Mar-21 16:25 10-Mar-21 11:15 0.04

Chromium [mg/L] 09-Mar-21 16:25 10-Mar-21 11:15 0.28

Copper [mg/L] 09-Mar-21 16:25 10-Mar-21 11:15 30

Mercury [mg/L] 09-Mar-21 16:25 10-Mar-21 11:15 0.093

Potassium [mg/L] 09-Mar-21 16:25 10-Mar-21 11:15 130

Molybdenum [mg/L] 09-Mar-21 16:25 10-Mar-21 11:15 0.18

Nickel [mg/L] 09-Mar-21 16:25 10-Mar-21 11:15 0.24

Phosphorus (Total) [mg/L] 09-Mar-21 16:25 10-Mar-21 11:15 660

Lead [mg/L] 09-Mar-21 16:25 10-Mar-21 11:15 0.3

Selenium [mg/L] 09-Mar-21 16:25 10-Mar-21 11:15 < 0.1

Zinc [mg/L] 09-Mar-21 16:25 10-Mar-21 11:15 10

E. Coli [cfu/1g dried wgt] --- --- --- --- 10177

E. Coli [cfu/100mL] 03-Mar-21 16:38 05-Mar-21 13:13 23000

 
  

 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St.
 Lakefield - Ontario - KOL 2HO
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Page 1 of 2
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



 
 

 
 __________________________

 Kimberley Didsbury
Project Specialist,
Environment, Health & Safety
 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St. LR Report : CA12075-MAR21

 Lakefield - Ontario - KOL 2HO
 Phone: 705-652-2000 FAX: 705-652-6365
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Page 2 of 2
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



Clearford ASI Inc. (Haliburton WPCP-Sludge)
 Attn : Clearford Compliance

 
 566 Arvin Avenue
Stoney Creek, ON
L8E 5P1, Canada

Phone: 519-542-7900
Fax:

 14-April-2021
 

 Date Rec. : 07 April 2021
 LR Report: CA12201-APR21
 Reference: Project#: OH19-007
 

 Copy: #1
  

 
 
 
 
 CERTIFICATE  OF  ANALYSIS

 Final Report
 
  Analysis 1:

Analysis
Start Date

2:
Analysis

Start Time

3:
Analysis

Completed
Date

4:
Analysis

Completed
Time

5:
DS - Liquid

Sludge

Sample Date & Time 06-Apr-21 07:47

Temperature Upon Receipt [°C] --- --- --- --- 9.0

Total Solids [mg/L] 07-Apr-21 21:06 09-Apr-21 13:46 26300

Total Kjeldahl Nitrogen [as N mg/L] 09-Apr-21 07:22 13-Apr-21 10:41 1570

Ammonia+Ammonium (N) [as N mg/L] 08-Apr-21 21:25 09-Apr-21 10:25 24.2

Nitrite (as N) [mg/L] 09-Apr-21 08:49 13-Apr-21 15:52 < 0.2

Nitrate (as N) [mg/L] 09-Apr-21 08:49 13-Apr-21 15:52 0.6

Nitrate + Nitrite (as N) [mg/L] 09-Apr-21 08:49 13-Apr-21 15:52 0.6

Aluminum [mg/L] 12-Apr-21 13:30 13-Apr-21 11:19 1100

Arsenic [mg/L] 12-Apr-21 13:30 13-Apr-21 11:19 < 0.1

Cadmium [mg/L] 12-Apr-21 13:30 13-Apr-21 11:19 0.014

Cobalt [mg/L] 12-Apr-21 13:30 13-Apr-21 11:19 0.06

Chromium [mg/L] 12-Apr-21 13:30 13-Apr-21 11:19 0.30

Copper [mg/L] 12-Apr-21 13:30 13-Apr-21 11:19 28

Mercury [mg/L] 12-Apr-21 13:30 13-Apr-21 11:19 0.125

Potassium [mg/L] 12-Apr-21 13:30 13-Apr-21 11:19 130

Molybdenum [mg/L] 12-Apr-21 13:30 13-Apr-21 11:19 0.17

Nickel [mg/L] 12-Apr-21 13:30 13-Apr-21 11:19 0.23

Phosphorus (Total) [mg/L] 12-Apr-21 13:30 13-Apr-21 11:19 610

Lead [mg/L] 12-Apr-21 13:30 13-Apr-21 11:19 0.3

Selenium [mg/L] 12-Apr-21 13:30 13-Apr-21 11:19 < 0.1

Zinc [mg/L] 12-Apr-21 13:30 13-Apr-21 11:19 8

E. Coli [cfu/1g dried wgt] --- --- --- --- 114068

E. Coli [cfu/100mL] 07-Apr-21 17:32 09-Apr-21 14:26 300000

 
  

 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St.
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Page 1 of 2
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



 
 

 
 __________________________

 Kimberley Didsbury
Project Specialist,
Environment, Health & Safety
 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St. LR Report : CA12201-APR21

 Lakefield - Ontario - KOL 2HO
 Phone: 705-652-2000 FAX: 705-652-6365
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Page 2 of 2
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



Clearford ASI Inc. (Haliburton WPCP-Sludge)
 Attn : Clearford Compliance

 
 566 Arvin Avenue
Stoney Creek, ON
L8E 5P1, Canada

Phone: 519-542-7900
Fax:

 26-April-2021
 

 Date Rec. : 20 April 2021
 LR Report: CA12769-APR21
 Reference: Project #: OH19-007
 

 Copy: #1
  

 
 
 
 
 CERTIFICATE  OF  ANALYSIS

 Final Report
 
  Analysis 1:

Analysis
Start Date

2:
Analysis

Start Time

3:
Analysis

Completed
Date

4:
Analysis

Completed
Time

5:
DS - Liquid

Sludge Hauled

Sample Date & Time 19-Apr-21 10:20

Temperature Upon Receipt [°C] -- --- --- --- 7.0

Total Solids [mg/L] 20-Apr-21 20:17 23-Apr-21 09:24 26300

Total Kjeldahl Nitrogen [as N mg/L] 21-Apr-21 09:57 22-Apr-21 15:38 1050

Ammonia+Ammonium (N) [as N mg/L] 21-Apr-21 08:58 22-Apr-21 13:43 32.0

Nitrite (as N) [mg/L] 22-Apr-21 16:59 26-Apr-21 11:14 1.1

Nitrate (as N) [mg/L] 22-Apr-21 16:59 26-Apr-21 11:14 274

Nitrate + Nitrite (as N) [mg/L] 22-Apr-21 16:59 26-Apr-21 11:14 275

Arsenic [mg/L] 22-Apr-21 14:46 22-Apr-21 17:05 < 0.1

Aluminum [mg/L] 22-Apr-21 14:46 22-Apr-21 17:05 1200

Cadmium [mg/L] 22-Apr-21 14:46 22-Apr-21 17:05 0.015

Cobalt [mg/L] 22-Apr-21 14:46 22-Apr-21 17:05 0.05

Chromium [mg/L] 22-Apr-21 14:46 22-Apr-21 17:05 0.29

Copper [mg/L] 22-Apr-21 14:46 22-Apr-21 17:05 32

Mercury [mg/L] 22-Apr-21 14:46 22-Apr-21 17:05 0.090

Potassium [mg/L] 22-Apr-21 14:46 22-Apr-21 17:05 150

Molybdenum [mg/L] 22-Apr-21 14:46 22-Apr-21 17:05 0.18

Nickel [mg/L] 22-Apr-21 14:46 22-Apr-21 17:05 0.25

Phosphorus (Total) [mg/L] 22-Apr-21 14:46 22-Apr-21 17:05 720

Lead [mg/L] 22-Apr-21 14:46 22-Apr-21 17:05 0.3

Selenium [mg/L] 22-Apr-21 14:46 22-Apr-21 17:05 < 0.1

Zinc [mg/L] 22-Apr-21 14:46 22-Apr-21 17:05 11

E. Coli [cfu/1g dried wgt] --- --- --- --- <380

E. Coli [cfu/100mL] 20-Apr-21 18:26 23-Apr-21 10:44 < 1000

 
  

 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St.
 Lakefield - Ontario - KOL 2HO
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Page 1 of 2
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



 
 

 
 __________________________

 Kimberley Didsbury
Project Specialist,
Environment, Health & Safety
 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St. LR Report : CA12769-APR21

 Lakefield - Ontario - KOL 2HO
 Phone: 705-652-2000 FAX: 705-652-6365
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Page 2 of 2
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



Clearford ASI Inc. (Haliburton WPCP-Sludge)
 Attn : Clearford Compliance

 
 566 Arvin Avenue
Stoney Creek, ON
L8E 5P1, Canada

Phone: 519-542-7900
Fax:

 12-May-2021
 

 Date Rec. : 05 May 2021
 LR Report: CA13108-MAY21
 Reference: Project#: OH19-007
 

 Copy: #1
  

 
 
 
 
 CERTIFICATE  OF  ANALYSIS

 Final Report
 
  Analysis 1:

Analysis
Start Date

2:
Analysis

Start Time

3:
Analysis

Completed
Date

4:
Analysis

Completed
Time

5:
DS - Liquid Sludge

Sample Date & Time 04-May-21 11:40

Temperature Upon Receipt [°C] --- --- --- --- 7.0

Total Solids [mg/L] 06-May-21 20:46 11-May-21 11:03 10300

Total Kjeldahl Nitrogen [as N mg/L] 06-May-21 13:14 10-May-21 18:01 640

Ammonia+Ammonium (N) [as N mg/L] 07-May-21 13:21 10-May-21 14:22 22.6

Nitrite (as N) [mg/L] 08-May-21 01:03 12-May-21 12:17 0.9

Nitrate (as N) [mg/L] 08-May-21 01:03 12-May-21 12:17 31

Nitrate + Nitrite (as N) [mg/L] 08-May-21 01:03 12-May-21 12:17 32

Aluminum [mg/L] 07-May-21 14:30 10-May-21 09:16 490

Arsenic [mg/L] 07-May-21 14:30 10-May-21 09:16 < 0.1

Cadmium [mg/L] 07-May-21 14:30 10-May-21 09:16 0.006

Cobalt [mg/L] 07-May-21 14:30 10-May-21 09:16 0.03

Chromium [mg/L] 07-May-21 14:30 10-May-21 09:16 0.14

Copper [mg/L] 07-May-21 14:30 10-May-21 09:16 12

Mercury [mg/L] 07-May-21 14:30 10-May-21 09:16 0.055

Potassium [mg/L] 07-May-21 14:30 10-May-21 09:16 85

Molybdenum [mg/L] 07-May-21 14:30 10-May-21 09:16 0.09

Nickel [mg/L] 07-May-21 14:30 10-May-21 09:16 0.11

Phosphorus (Total) [mg/L] 07-May-21 14:30 10-May-21 09:16 280

Lead [mg/L] 07-May-21 14:30 10-May-21 09:16 0.1

Selenium [mg/L] 07-May-21 14:30 10-May-21 09:16 < 0.1

Zinc [mg/L] 07-May-21 14:30 10-May-21 09:16 5

E. Coli [cfu/1g dried wgt] --- --- --- --- 106796

E. Coli [cfu/100mL] 05-May-21 16:10 10-May-21 09:57 110000

 
  

 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St.
 Lakefield - Ontario - KOL 2HO
 Phone: 705-652-2000 FAX: 705-652-6365
 

O
n
Li

n
e
 L

IM
S

 0
0
0
2
4
9
2
4
7
5

Page 1 of 2
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



 
 

 
 __________________________

 Kimberley Didsbury
Project Specialist,
Environment, Health & Safety
 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St. LR Report : CA13108-MAY21

 Lakefield - Ontario - KOL 2HO
 Phone: 705-652-2000 FAX: 705-652-6365
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Page 2 of 2
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



Clearford ASI Inc. (Haliburton WPCP-Sludge)
 Attn : Clearford Compliance

 
 566 Arvin Avenue
Stoney Creek, ON
L8E 5P1, Canada

Phone: 519-542-7900
Fax:

 16-June-2021
 

 Date Rec. : 02 June 2021
 LR Report: CA12117-JUN21
 Reference: Project#: OH19-007
 

 Copy: #1
  

 
 
 
 
 CERTIFICATE  OF  ANALYSIS

 Final Report
 
  Analysis 1:

Analysis
Start Date

2:
Analysis

Start Time

3:
Analysis

Completed
Date

4:
Analysis

Completed
Time

5:
DS - Liquid

Sludge

Sample Date & Time 01-Jun-21 07:40

Temperature Upon Receipt [°C] --- --- --- --- 9.0

Total Solids [mg/L] 02-Jun-21 21:43 06-Jun-21 10:24 20000

Total Kjeldahl Nitrogen [as N mg/L] 03-Jun-21 10:52 14-Jun-21 22:19 806

Ammonia+Ammonium (N) [as N mg/L] 03-Jun-21 09:59 04-Jun-21 15:10 52.9

Nitrite (as N) [ug/g] 03-Jun-21 22:31 08-Jun-21 15:17 0.4

Nitrate (as N) [ug/g] 03-Jun-21 22:31 08-Jun-21 15:17 1.5

Nitrate + Nitrite (as N) [ug/g] 03-Jun-21 22:31 08-Jun-21 15:17 1.9

Aluminum [mg/L] 09-Jun-21 15:35 10-Jun-21 09:37 810

Arsenic [mg/L] 09-Jun-21 15:35 10-Jun-21 09:37 < 0.1

Cadmium [mg/L] 09-Jun-21 15:35 10-Jun-21 09:37 0.008

Cobalt [mg/L] 09-Jun-21 15:35 10-Jun-21 09:37 0.04

Chromium [mg/L] 09-Jun-21 15:35 10-Jun-21 09:37 0.24

Copper [mg/L] 09-Jun-21 15:35 10-Jun-21 09:37 20

Mercury [mg/L] 09-Jun-21 15:35 10-Jun-21 09:37 0.099

Potassium [mg/L] 09-Jun-21 15:35 10-Jun-21 09:37 110

Molybdenum [mg/L] 09-Jun-21 15:35 10-Jun-21 09:37 0.14

Nickel [mg/L] 09-Jun-21 15:35 10-Jun-21 09:37 0.17

Phosphorus (Total) [mg/L] 09-Jun-21 15:35 10-Jun-21 09:37 480

Lead [mg/L] 09-Jun-21 15:35 10-Jun-21 09:37 0.2

Selenium [mg/L] 09-Jun-21 15:35 10-Jun-21 09:37 < 0.1

Zinc [mg/L] 09-Jun-21 15:35 10-Jun-21 09:37 8

E. Coli [cfu/1g dried wgt] --- --- --- --- 28500

E. Coli [cfu/100mL] 02-Jun-21 17:48 04-Jun-21 09:30 57000

 
  

 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St.
 Lakefield - Ontario - KOL 2HO
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Page 1 of 2
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



 
 

 
 __________________________

 Kimberley Didsbury
Project Specialist,
Environment, Health & Safety
 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St. LR Report : CA12117-JUN21

 Lakefield - Ontario - KOL 2HO
 Phone: 705-652-2000 FAX: 705-652-6365
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Page 2 of 2
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



Clearford ASI Inc. (Haliburton WPCP-Sludge)
 Attn : Clearford Compliance

 
 566 Arvin Avenue
Stoney Creek, ON
L8E 5P1, Canada

Phone: 519-542-7900
Fax:

 20-July-2021
 

 Date Rec. : 07 July 2021
 LR Report: CA12214-JUL21
 Reference: Project#: OH19-007
 

 Copy: #1
  

 
 
 
 
 CERTIFICATE  OF  ANALYSIS

 Final Report
 
  Analysis 1:

Analysis
Start Date

2:
Analysis

Start Time

3:
Analysis

Completed
Date

4:
Analysis

Completed
Time

5:
DS - Liquid

Sludge Hauled

Sample Date & Time 06-Jul-21 11:00

Temperature Upon Receipt [°C] --- --- --- --- 11.0

Total Solids [mg/L] 07-Jul-21 22:18 12-Jul-21 11:40 29100

Total Kjeldahl Nitrogen [as N mg/L] 09-Jul-21 06:43 14-Jul-21 05:56 1600

Ammonia+Ammonium (N) [as N mg/L] 08-Jul-21 07:32 13-Jul-21 21:19 52.2

Nitrite (as N) [ug/g] 12-Jul-21 16:47 14-Jul-21 17:28 0.3

Nitrate (as N) [ug/g] 12-Jul-21 16:47 14-Jul-21 17:28 0.3

Nitrate + Nitrite (as N) [ug/g] 12-Jul-21 16:47 14-Jul-21 17:28 0.6

Aluminum [mg/L] 16-Jul-21 13:55 19-Jul-21 15:13 1300

Arsenic [mg/L] 16-Jul-21 13:55 19-Jul-21 15:13 < 0.1

Cadmium [mg/L] 16-Jul-21 13:55 19-Jul-21 15:13 0.014

Cobalt [mg/L] 16-Jul-21 13:55 19-Jul-21 15:13 0.06

Chromium [mg/L] 16-Jul-21 13:55 19-Jul-21 15:13 0.34

Copper [mg/L] 16-Jul-21 13:55 19-Jul-21 15:13 32

Mercury [mg/L] 16-Jul-21 13:55 19-Jul-21 15:13 0.160

Potassium [mg/L] 16-Jul-21 13:55 19-Jul-21 15:13 110

Molybdenum [mg/L] 16-Jul-21 13:55 19-Jul-21 15:13 0.17

Nickel [mg/L] 16-Jul-21 13:55 19-Jul-21 15:13 0.23

Phosphorus (Total) [mg/L] 16-Jul-21 13:55 19-Jul-21 15:13 740

Lead [mg/L] 16-Jul-21 13:55 19-Jul-21 15:13 0.4

Selenium [mg/L] 16-Jul-21 13:55 19-Jul-21 15:13 < 0.1

Zinc [mg/L] 16-Jul-21 13:55 19-Jul-21 15:13 13

E. Coli [cfu/1g dried wgt] 20-Jul-21 07:05 20-Jul-21 07:05 89347

E. Coli [cfu/100mL] 07-Jul-21 18:46 12-Jul-21 10:02 260000

 
  

 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St.
 Lakefield - Ontario - KOL 2HO
 Phone: 705-652-2000 FAX: 705-652-6365
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Page 1 of 2
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



 
 

 
 __________________________

 Kimberley Didsbury
Project Specialist,
Environment, Health & Safety
 

SGS Canada Inc.
 P.O. Box 4300 - 185 Concession St. LR Report : CA12214-JUL21

 Lakefield - Ontario - KOL 2HO
 Phone: 705-652-2000 FAX: 705-652-6365
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Page 2 of 2
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



Clearford ASI Inc. (Haliburton WPCP-Sludge)
 Attn : Clearford Compliance

 
 566 Arvin Avenue
Stoney Creek, ON
L8E 5P1, Canada

Phone: 519-542-7900
Fax:

 17-August-2021
 

 Date Rec. : 04 August 2021
 LR Report: CA13139-AUG21
 Reference: Project#: OH19-007
 

 Copy: #1
  

 
 
 
 
 CERTIFICATE  OF  ANALYSIS

 Final Report
 
  Analysis 1:

Analysis
Start Date

2:
Analysis

Start Time

3:
Analysis

Completed
Date

4:
Analysis

Completed
Time

5:
DS - Liquid

Sludge

Sample Date & Time 03-Aug-21 11:26

Temperature Upon Receipt [°C] --- --- --- --- 11.0

Total Solids [mg/L] 04-Aug-21 19:50 06-Aug-21 09:32 27300

Total Kjeldahl Nitrogen [as N mg/L] 05-Aug-21 11:40 09-Aug-21 14:34 1310

Ammonia+Ammonium (N) [as N mg/L] 05-Aug-21 12:53 09-Aug-21 14:16 4.6

Nitrite (as N) [mg/L] 07-Aug-21 06:29 10-Aug-21 18:53 < 0.2

Nitrate (as N) [mg/L] 07-Aug-21 06:29 10-Aug-21 18:53 63

Nitrate + Nitrite (as N) [mg/L] 07-Aug-21 06:29 10-Aug-21 18:53 63

Aluminum [mg/L] 13-Aug-21 13:29 17-Aug-21 13:55 842

Arsenic [mg/L] 11-Aug-21 14:41 12-Aug-21 17:29 < 0.1

Cadmium [mg/L] 11-Aug-21 14:41 12-Aug-21 17:29 0.017

Cobalt [mg/L] 11-Aug-21 14:41 12-Aug-21 17:29 0.05

Chromium [mg/L] 11-Aug-21 14:41 12-Aug-21 17:29 0.41

Copper [mg/L] 11-Aug-21 14:41 12-Aug-21 17:29 36

Mercury [mg/L] 11-Aug-21 14:41 12-Aug-21 17:29 0.166

Potassium [mg/L] 11-Aug-21 14:41 12-Aug-21 17:29 120

Molybdenum [mg/L] 11-Aug-21 14:41 12-Aug-21 17:29 0.24

Nickel [mg/L] 11-Aug-21 14:41 12-Aug-21 17:29 0.29

Phosphorus (Total) [mg/L] 11-Aug-21 14:41 12-Aug-21 17:29 870

Lead [mg/L] 11-Aug-21 14:41 12-Aug-21 17:29 0.4

Selenium [mg/L] 11-Aug-21 14:41 12-Aug-21 17:29 0.1

Zinc [mg/L] 11-Aug-21 14:41 12-Aug-21 17:29 14

E. Coli [cfu/1g dried wgt] 04-Aug-21 18:15 07-Aug-21 11:25 733

E. Coli [cfu/100mL] 04-Aug-21 18:15 07-Aug-21 11:25 2000
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Page 1 of 2
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



 
 

 
 __________________________

 Carrie Greenlaw
Project Specialist, 
Environment, Health & Safety
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 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



Clearford ASI Inc. (Haliburton WPCP-Sludge)
 Attn : Clearford Compliance

 
 566 Arvin Avenue
Stoney Creek, ON
L8E 5P1, Canada

Phone: 519-542-7900
Fax:

 01-September-2021
 

 Date Rec. : 25 August 2021
 LR Report: CA12966-AUG21
 Reference: Project#: OH19-007
 

 Copy: #1
  

 
 
 
 
 CERTIFICATE  OF  ANALYSIS

 Final Report
 
  Analysis 1:

Analysis
Start Date

2:
Analysis

Start Time

3:
Analysis

Completed
Date

4:
Analysis

Completed
Time

5:
DS - Liquid Sludge

Hauled

Sample Date & Time 24-Aug-21 07:30

Temperature Upon Receipt [°C] --- --- --- --- 8.0

Total Solids [mg/L] 25-Aug-21 21:21 30-Aug-21 14:05 24000

Total Kjeldahl Nitrogen [as N mg/L] 26-Aug-21 07:06 31-Aug-21 11:43 1420

Ammonia+Ammonium (N) [as N mg/L] 26-Aug-21 15:08 29-Aug-21 23:20 94.2

Nitrite (as N) [ug/g] 26-Aug-21 12:59 30-Aug-21 11:15 < 0.2

Nitrate (as N) [ug/g] 26-Aug-21 12:59 30-Aug-21 11:15 < 0.3

Nitrate + Nitrite (as N) [ug/g] 26-Aug-21 12:59 30-Aug-21 11:15 < 0.3

Aluminum [mg/L] 31-Aug-21 14:26 01-Sep-21 13:17 1100

Arsenic [mg/L] 31-Aug-21 14:26 01-Sep-21 13:17 < 0.1

Cadmium [mg/L] 31-Aug-21 14:26 01-Sep-21 13:17 0.034

Cobalt [mg/L] 31-Aug-21 14:26 01-Sep-21 13:17 0.06

Chromium [mg/L] 31-Aug-21 14:26 01-Sep-21 13:17 0.33

Copper [mg/L] 31-Aug-21 14:26 01-Sep-21 13:17 32

Mercury [mg/L] 31-Aug-21 14:26 01-Sep-21 13:17 0.118

Potassium [mg/L] 31-Aug-21 14:26 01-Sep-21 13:17 130

Molybdenum [mg/L] 31-Aug-21 14:26 01-Sep-21 13:17 0.17

Nickel [mg/L] 31-Aug-21 14:26 01-Sep-21 13:17 0.25

Phosphorus (Total) [mg/L] 31-Aug-21 14:26 01-Sep-21 13:17 840

Lead [mg/L] 31-Aug-21 14:26 01-Sep-21 13:17 0.3

Selenium [mg/L] 31-Aug-21 14:26 01-Sep-21 13:17 < 0.1

Zinc [mg/L] 31-Aug-21 14:26 01-Sep-21 13:17 11

E. Coli [cfu/1g dried wgt] 01-Sep-21 14:40 01-Sep-21 14:40 187500

E. Coli [cfu/100mL] 25-Aug-21 13:48 27-Aug-21 14:13 450000
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Page 1 of 2
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



 
 

 
 __________________________

 Kimberley Didsbury
Project Specialist,
Environment, Health & Safety
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 Lakefield - Ontario - KOL 2HO
 Phone: 705-652-2000 FAX: 705-652-6365
 

O
n
Li

n
e
 L

IM
S

 0
0
0
2
6
2
5
0
2
4

Page 2 of 2
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



Clearford ASI Inc. (Haliburton WPCP-Sludge)
 Attn : Clearford Compliance

 
 566 Arvin Avenue
Stoney Creek, ON
L8E 5P1, Canada

Phone: 519-542-7900
Fax:

 14-September-2021
 

 Date Rec. : 08 September 2021
 LR Report: CA12304-SEP21
 Reference: Project#: OH19-007
 

 Copy: #1
  

 
 
 
 
 CERTIFICATE  OF  ANALYSIS

 Final Report
 
  Analysis 1:

Analysis
Start Date

2:
Analysis

Start Time

3:
Analysis

Completed
Date

4:
Analysis

Completed
Time

5:
DS - Liquid Sludge

Sample Date & Time 07-Sep-21 08:05

Temperature Upon Receipt [°C] --- --- --- --- 16.0

Total Solids [mg/L] 08-Sep-21 18:44 13-Sep-21 17:22 10100

Total Kjeldahl Nitrogen [as N mg/L] 09-Sep-21 11:17 13-Sep-21 11:06 570

Ammonia+Ammonium (N) [as N mg/L] 09-Sep-21 13:17 10-Sep-21 15:49 4.5

Nitrite (as N) [ug/g] 11-Sep-21 10:38 13-Sep-21 13:39 4.3

Nitrate (as N) [ug/g] 11-Sep-21 10:38 13-Sep-21 13:39 81

Nitrate + Nitrite (as N) [ug/g] 11-Sep-21 10:38 13-Sep-21 13:39 85

Aluminum [mg/L] 10-Sep-21 17:12 13-Sep-21 11:56 450

Arsenic [mg/L] 10-Sep-21 17:12 13-Sep-21 11:56 < 0.1

Cadmium [mg/L] 10-Sep-21 17:12 13-Sep-21 11:56 0.014

Cobalt [mg/L] 10-Sep-21 17:12 13-Sep-21 11:56 0.02

Chromium [mg/L] 10-Sep-21 17:12 13-Sep-21 11:56 0.12

Copper [mg/L] 10-Sep-21 17:12 13-Sep-21 11:56 12

Mercury [mg/L] 10-Sep-21 17:12 13-Sep-21 11:56 0.040

Potassium [mg/L] 10-Sep-21 17:12 13-Sep-21 11:56 80

Molybdenum [mg/L] 10-Sep-21 17:12 13-Sep-21 11:56 0.07

Nickel [mg/L] 10-Sep-21 17:12 13-Sep-21 11:56 0.08

Phosphorus (Total) [mg/L] 10-Sep-21 17:12 13-Sep-21 11:56 310

Lead [mg/L] 10-Sep-21 17:12 13-Sep-21 11:56 0.1

Selenium [mg/L] 10-Sep-21 17:12 13-Sep-21 11:56 < 0.1

Zinc [mg/L] 10-Sep-21 17:12 13-Sep-21 11:56 4

E. Coli [cfu/1g dried wgt] 14-Sep-21 06:55 14-Sep-21 06:55 158416

E. Coli [cfu/100mL] 08-Sep-21 19:42 11-Sep-21 14:43 160000
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Page 1 of 2
 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



 
 

 
 __________________________

 Kimberley Didsbury
Project Specialist,
Environment, Health & Safety
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 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.



Clearford ASI Inc. (Haliburton WPCP-Sludge)
 Attn : Clearford Compliance

 
 566 Arvin Avenue
Stoney Creek, ON
L8E 5P1, Canada

Phone: 519-542-7900
Fax:

 15-October-2021
 

 Date Rec. : 06 October 2021
 LR Report: CA13154-OCT21
 Reference: Project#: OH19-007
 

 Copy: #1
  

 
 
 
 
 CERTIFICATE  OF  ANALYSIS

 Final Report
 
  Analysis 1:

Analysis
Start Date

2:
Analysis

Start Time

3:
Analysis

Completed
Date

4:
Analysis

Completed
Time

5:
DS - Liquid

Sludge

Sample Date & Time 05-Oct-21 07:45

Temperature Upon Receipt [°C] --- --- --- --- 8.0

Total Solids [mg/L] 08-Oct-21 21:10 13-Oct-21 14:30 18600

Total Kjeldahl Nitrogen [as N mg/L] 07-Oct-21 17:12 08-Oct-21 12:05 1030

Ammonia+Ammonium (N) [as N mg/L] 07-Oct-21 11:18 08-Oct-21 11:39 8.9

Nitrite (as N) [ug/g] 07-Oct-21 17:56 08-Oct-21 17:48 0.3

Nitrate (as N) [ug/g] 07-Oct-21 17:56 08-Oct-21 17:48 15

Nitrate + Nitrite (as N) [ug/g] 07-Oct-21 17:56 08-Oct-21 17:48 15

Aluminum [mg/L] 13-Oct-21 13:08 14-Oct-21 18:07 1100

Arsenic [mg/L] 13-Oct-21 13:08 14-Oct-21 18:07 < 0.1

Cadmium [mg/L] 13-Oct-21 13:08 14-Oct-21 18:07 0.029

Cobalt [mg/L] 13-Oct-21 13:08 14-Oct-21 18:07 0.05

Chromium [mg/L] 13-Oct-21 13:08 14-Oct-21 18:07 0.26

Copper [mg/L] 13-Oct-21 13:08 14-Oct-21 18:07 28

Mercury [mg/L] 13-Oct-21 13:08 14-Oct-21 18:07 0.070

Potassium [mg/L] 13-Oct-21 13:08 14-Oct-21 18:07 95

Molybdenum [mg/L] 13-Oct-21 13:08 14-Oct-21 18:07 0.15

Nickel [mg/L] 13-Oct-21 13:08 14-Oct-21 18:07 0.21

Phosphorus (Total) [mg/L] 13-Oct-21 13:08 14-Oct-21 18:07 640

Lead [mg/L] 13-Oct-21 13:08 14-Oct-21 18:07 0.3

Selenium [mg/L] 13-Oct-21 13:08 14-Oct-21 18:07 < 0.1

Zinc [mg/L] 13-Oct-21 13:08 14-Oct-21 18:07 10

E. Coli [cfu/1g dried wgt] 15-Oct-21 08:18 15-Oct-21 08:18 75269

E. Coli [cfu/100mL] 06-Oct-21 16:21 08-Oct-21 07:40 140000
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 Data reported represents the sample submitted to SGS. Reproduction of this analytical report in full or in part is prohibited without prior written approval.  Please refer to SGS

General Conditions of Services located at https://www.sgs.ca/en/terms-and-conditions (Printed copies are available upon request.)
 Test method information available upon request. “Temperature Upon Receipt” is representative of the whole shipment and may not reflect the temperature of individual samples.
 SGS Canada Inc. Environment-Health & Safety statement of conformity decision rule does not consider uncertainty when analytical results are compared to a specified standard or

regulation.





















 

 

APPENDIX F.  
CERTIFICATES OF APPROVAL FOR 
SHEPHERD ENTERPRISES INC. 
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